
IMAGO CIRCUIT SCHEDULE January 7, 2018

Jon's Default Plugging

ETC UNISON SENSOR CABINET

Channel Dimmer Circuit Use Notes

1 Emergency Lighting

2 Emergency Lilghting

3 Worklights

ND

4 Aisle Lights

ND MUST BE PARKED AT FULL

5 Available

ND

6 Available

ND

7 South Mezzanine

8 Lobby

9 71 Theatre House Lights

10 North Mezzanine

11 11 (House Left Ceiling)

12 12

13 13

14 14

15 21 (DSR Ceiling)

16 22

17 23

18 24

19 31 (Mid-SR Ceiling)

20 32

21 33



22 34

23 41 (USR Ceiling)

24 42

ETC Sensor Pack

Channel Dimmer Circuit Notes Notes

25 A 43

B

26 A 44

B

27 A 51 (DSR Floor)

B

28 A 52

B

29 A 53

B

30 A 54

B

31 A 61 (USR Floor)

B

32 A 62

B

33 A 63

B

34 A 64

B

35 A Available

B

36 A 72 (House Right Ceiling)

B
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Channel Dimmer Circuit Notes Notes

37 A 73

B

38 A 74

B

39 A 81 (DSL Ceiling)

B

40 A 82

B

41 A 83

B



42 A 84

B

43 A 91 (Mid-SL Ceiling)

B

44 A 92

B

45 A 93

B

46 A 94

B

47 A 101 (USL Ceiling)

B

48 A 102

B
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Channel Dimmer Circuit Notes Notes

49 A 103

B

50 A 104

B

51 A 111 (DSL Floor)

B

52 A 112

B

53 A 113

B

54 A 114

B

55 A 121 (USL Floor)

B

56 A 122

B

57 A 123

B

58 A 124

B

59 A Available

B

60 A Available

B

OTHER CIRCUITS


